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NAVSEA
STANDARD | TEM

FY- 05

| TEM NO 009-75
DATE: 30 AUG 2002
CATEGORY: Il

1. SCOPE:

1.1 Title: Grcuit Breaker; repair
2. REFERENCES:

2.1 Equi prent Techni cal Manua
3. REQUI REMENTS:

3.1 Disconnect electrically and nechanically and renmpve each circuit
breaker, using 2.1 for guidance.

3.1.1 Matchmark and retain nmounting hardware and fasteners.

3.1.2 Protect exposed termi nal connections and internal switchboard
parts fromdirt and damage.

3.1.2.1 Each phase shall be isolated and protected from ot her
phases.

3.2 Disassenble each circuit breaker, using 2.1 for guidance.

3.2.1 Inspect and test electrical and mechani cal conmponents,
assenbl i es, subassenblies, internal circuitry, and hardware to design
characteristics and deterni ne m ssing and defective conponents, circuitry, and
hardware in accordance with 2.1.

3.2.1.1 Acceptance criteria for silver contacts is that wear
shall be less than 50 percent of original thickness after dressing, contacts
shal | have no evidence of copper migration, and shall have no irregul ar
burnt, or pitted interface after dressing.

3.2.1.2 Acceptance criteria for non-silver contacts is that,
after dressing, wear shall be less than 10 percent of original thickness and
contacts shall have no irregular, burnt, or pitted interface after dressing.

3.2.2 Test internal wiring, coils, and transformers for open and
short circuits and 500 volt megger insulation resistance to ground. Record
readi ngs. M ni num acceptabl e resi stance to ground shall be one megohm
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3.2.3 Submit one legible copy, in hard copy or electronic nedia, of
areport listing results of the requirements of 3.2.1 and 3.2.2 to the
SUPERVI SOR.

3.3 Renove defective and install new electrical and mechani cal
conponents, assenblies, subassenblies, internal circuitry, and hardware.
Install new electrical and nechani cal conponents, assenblies, subassenbli es,
internal circuitry, and hardware where nissing. New material shall conformto
the requirenents of 2.1 and shall be obtained fromthe Federal Stock System or
the Original Equi pent Manufacturer (OEM), except for non-restricted parts.

3.3.1 dean each conponent free of dirt, lubricants, and other
foreign matter.

3.3.1.1 Steamcleaning of circuit breakers is not authorized.

3.3.2 Resilver previously silver plated contacts in accordance with
ASTM B700.

3.3.3 Dress, burnish, adjust, and align arcing and main contacts
(contacts that experience arcing in functional duty) in accordance with 2.1.

3.3.4 Replate existing cadmi umplated parts with zinc in accordance
with ASTM B633 after renoval of cadmiumplating. Replate zinc-plated parts in
accordance wi th ASTM B633.

3.3.5 Dip and bake taped insulated coils and open transforners in
varni sh conforming to ML-1-24092, O ass 155.

3.3.5.1 Dip and bake insulated coils and open transformers in
Dol ph Varni sh 1105, Epoxylite Esterlite 605, or Schenectady International
Isolite 862M varnish in localities where ML-1-24092 varni sh does not neet
state and local air pollution control district standards.

3.3.6 Renpve existing and install new coil and transforner leads in
pl ace of those found to be missing or defective.

3.3.7 Repair defective connections.

3.3.8 Free-up and adjust noving parts and | atchi ng mechani sns.

3.3.9 Lubricate the current-carrying parts (except for interrupting
contacts) and sliding joints with lubricant conformng to ML-L-87177, Type I,
Grade B. Lubricate nechanical pivots, excluding latch roller face conponents,

wi th hi gh perfornmance multi-purpose grease conformng to DOD- G 24508.

3.3.9.1 Apply new lubricant sparingly and wi pe off excess.
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3.3.10 Test and inspect nolded and insulation parts in accordance
with the following criteria:

3.3.10.1 Phase-to-phase dielectric strength 2000 volts
M ni mum

3.3.10.2 Surface burn marks and hairline cracks are acceptable
but shall not deteriorate the mold surface or inpair physical strength. Cracks
are not permitted in wall section between phase and a ground pl ane when there
is a conducting part in contact with the wall section. Cracks should not
exceed 0.75 inch in Iength, and in no case should be greater than 50 percent
of the Iength of the surface in which the crack appears.

3.3.10.3 Surface cracks should not exceed 1.5 inches in
l ength, and in no case should be greater than 50 percent of the length of the
surface in which the crack appears.

3.3.10.4 Subnit one legible copy, in hard copy or electronic
medi a, of a report listing results of the requirenents of 3.3.10 to the
SUPERVI SOR
(V) "SHOP TEST"

3.4 Shop test and inspect each nmotor operator and notor in accordance
with 2.1.

3.4.1 Subnmit one legible copy, in hard copy or electronic nedia, of
a report to the SUPERVI SOR |isting defects.

(V) "SETTINGS AND M LLI VOLT DROP TEST"

3.5 Reassenble each circuit breaker and acconplish adjustnents and
settings in accordance with 2.1.

3.5.1 Align and true each set of stationary and novable contacts to
t he manufacturer's specifications.

3.5.2 Acconmplish millivolt drop test to each set of contacts in
accordance with 2.1 or Oiginal Equiprment Manufacturer (OEM requiremnents.

(V) "TEST, CALIBRATION, AND ADJUSTMENT"

3.6 Test, calibrate, adjust, and certify the trip units of each circuit
breaker for time delay and instantaneous trip settings in accordance with 2. 1.

3.6.1 Acconmplish a heat run test for repaired type ACB and AQB
circuit breakers.

3.6.1.1 Connect each ACB type circuit breaker to a test set

and apply rated current to each individual phase of the circuit breaker for 30
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m nutes. After five mnutes, measure the voltage across the line to | oad
contacts of each pole and cal cul ate the contact inpedance. Satisfactory

i npedance for 1600-4000 anpere ACB's is bel ow 225 mi crohms, and bel ow 1050
nm crohnms for 600-900 anmpere ACB's.

3.6.1.2 Connect each A@B-type nol ded case circuit breaker to
a test set and apply rated current to each phase sinultaneously for one hour
The A shall not trip within that hour.

3.6.2 Submit one legible copy, in hard copy or electronic nedia, of
a report listing results of the requirements of 3.6.1 to the SUPERVI SOR

3.6.3 Attach a calibration label to the face of each circuit breaker
denoting the nanme and | ocation of the calibration facility and date of
calibration. In the event there is insufficient roomon the face of the
circuit breaker, attach the calibration |abel to the right hand side of the
breaker as viewed fromthe front.

3.7 Install and connect each circuit breaker

3.7.1 Install new threaded fasteners, washers, and | ockwashers to
repl ace those found to be nissing or defective.

(V) (G "OPERATI ONAL TEST"

3.8 Acconplish final adjustnents and test operate each circuit breaker
i ncluding control and safety devices.

3.8.1 Cose and trip each circuit breaker electrically fromloca
and renmote stations. Four consecutive successful tinmes required.

3.8.1.1 Ensure generator heater interlock is de-energized by
the generator circuit breaker

3.8.2 Repeat the requirenents of 3.8.1 manually.

4. NOTES:

4.1 Equi prent technical manual will be listed in the invoking Wirrk Item

4.2 Repair and overhaul wll be acconplished by the Navy Designated

Over haul Point (DOP) at Puget Sound Naval Shipyard, the OEM or a commerci al
repair facility that has denonstrated to the SUPERVI SOR the capability to
performthe work. Capability to performcircuit breaker overhaul and repair
wor k includes having the facilities, trained nechanics, and access to the
OEMs qualified parts and repair procedures. Use of non-qualified restricted
parts violates the integrity of the circuit breaker, nullifying the breaker's
prior qualification under the QPL process. Restricted parts nmust be obtained
fromthe OEMeither directly or via (if available) the Federal stock system
If arestricted part is replaced with an unqualified part, the qualification
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of the particular circuit breaker is revoked until the full set of QPL
required tests are repeated and subnmitted to NAVSEA for approval.

4.2 Non-restricted parts are defined as nuts, bolts, screws, washers,
| ockwashers, cotter pins, Orings, indicator lights, and indicator |ight
gl obes (col ored and clear) only.
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